TENDER DOCUMENT

NIT No DLI/C&E/WI-675/515

FOR

Tender for Design, Engineering, Manufacturing, testing & inspection at works and Supply of 3Ph.-N 415V/415V star/star Dry type Lighting Transformer of different rating 150KVA, 100KVA, 30KVA & 20KVA (Total 15Nos.) & Associated works for the project of “Augmentation of Fuel & Flux Crushing Facilities (Package-064) of Bhilai Steel Plant, (SAIL)”

VOLUME- 2 C

(TENDER DRAWINGS)

ENGINEERING PROJECTS (INDIA) LIMITED

(A GOVT. OF INDIA ENTERPRISE)
Core-3, Scope Complex, 7,
Lodhi Road, New Delhi-110003
TEL NO: 011-24361666  FAX NO. 011-24363426
## DRAWING LIST

NIT No. DLI/C&E/WI-675/515

<table>
<thead>
<tr>
<th>S. No.</th>
<th>Description</th>
<th>Drawing No.</th>
</tr>
</thead>
<tbody>
<tr>
<td>(i)</td>
<td>ELECTRICAL LAYOUT OF LTSS-1</td>
<td>BSP-EPI-02-064-02-010-29-DE-03057</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(2 SHEETS_REVISION 4)</td>
</tr>
<tr>
<td>(ii)</td>
<td>ELECTRICAL LAYOUT OF LTSS-2</td>
<td>BSP-EPI-02-064-02-010-29-DE-03058</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(2 SHEETS_REVISION 2)</td>
</tr>
<tr>
<td>(iii)</td>
<td>ELECTRICAL LAYOUT OF LTSS-3</td>
<td>BSP-EPI-02-064-02-010-29-DE-03059</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(2 SHEETS_REVISION 5)</td>
</tr>
<tr>
<td>(iv)</td>
<td>ELECTRICAL LAYOUT OF LTSS-4</td>
<td>BSP-EPI-02-064-02-010-29-DE-03060</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(2 SHEETS_REVISION 2)</td>
</tr>
<tr>
<td>(v)</td>
<td>ELECTRICAL LAYOUT OF LTSS-5</td>
<td>BSP-EPI-02-064-02-010-29-DE-03061</td>
</tr>
<tr>
<td></td>
<td></td>
<td>(2 SHEETS_REVISION 2)</td>
</tr>
</tbody>
</table>
THIRD FLOOR & TERRACE PLAN AT -317.000
(ROOF)

DETAILS OF TRANSFORMER / VENTILATION ROOM DOOR
NYE (FOR REFERENCE ONLY)

S. No. | Area                                      | AMBIENT TEMP |
-------|-------------------------------------------|--------------|
A  | ELECTRICAL ROOM                           | +45 deg C    |
  | 1. LT SUB STATION LIMITER DEAD ROOM        |              |
  | 2. LTC ROOM HUMIDITY LIMITER               | +33 deg C    |
  | 3. CABLE BAREMENT/ TUMULLETS               | +50 deg C    |
B  | CONTROL ROOM                              |              |
  | 1. CONTROL ROOM - AIR CONDITIONED         | +24 deg C    |

REV amended by AD

ADDITION OF LT SUB STATION LTT - 2 FOR CSP

ECOON LIMITED

CHENNAI PROJECT DIVISION

E-04, 08-09, 10-11, 12-13 24, 28, 30-31, 34
GROUND FLOOR, NO. 0760, 0761, 0762, 0763
7TH MTP EXPANSION

BHEL STEEL PLANT, BHEL GHATTISGARH

PRODUCED BY AN AUTODESK EDUCATIONAL PRODUCT

PRODUCED BY AN AUTODESK EDUCATIONAL PRODUCT
MECON LIMITED

Bhilai Steel Plant, Bhilai, Chhattisgarh
7.0 MTPA Expansion

Consultant

MECON LIMITED

Contractor

Engineering Projects (India) Ltd.

(A Government of India Enterprise)

Package Description

Augmentation of Fuel & Flux Crushing Facilities (Pkg. 064)