Sub: Tender for “Phase-1 Construction & Up-gradation of the Govt. District Hospital into Teaching Hospital for 100 MBBS annually as per applicable MCI norms at Barmer, Rajasthan”.

Ref: NIT No: DLI/CON/738/529 dated 02.05.2016.

**Addendum No.2**

The Addendum No.2 is issued with reference to the above which shall be part of tender documents:

<table>
<thead>
<tr>
<th>Sr. No</th>
<th>Reference</th>
<th>Description as in the tender</th>
<th>Now Modified/amended as</th>
</tr>
</thead>
</table>
| 1      | Under Sub Head Roofing Item No. 8 of BOQ of Vol-III(R) | A) Providing and fixing cavity wall insulation system with extruded polystyrene rigid insulation board (XPS), in size of 600/1200 X 1250x2400mm, 50mm thick square edge in brick pattern.  
B) The thermal conductivity mentioned in the item is as per IS 3346 of 0.028-0.038 w/mk measured at 25°C. | Sheet size modified to 1200 X 2400mm.  
ASTM C 578, 180 days aged thermal conductivity @ 0.029 w/mk. |
| 2      | Item No. 7.12 & Item No. 7.24 of List of makes of Technical Specification (R). | Different CCTV System makes are mention at two places one as Camera with all Accessories & the other as CCTV system. | Item No. 7.12 is changed as Camera & Accessories whereas Item No. 7.24 stands deleted. |

All other terms & conditions shall remain unchanged.

GGM (Contracts)  
25.05.2016