AN ISO 9001 & 14001 COMPANY

TENDER DOCUMENT

TENDER No: DLI/CON/759/590

FOR

Construction of 100 bedded Hospital at Bhilai, Chhattisgarh for Employees State Insurance Corporation (ESIC).

VOLUME – II

DRAWINGS
SITE AREA: 13607.699 + 6719.631 = 20327.33 SQM
HOSPITAL BUILT UP AREA: 12245 SQM
EHS AREA: 400 SQM
GAS MANIFOLD: 200 SQM
RESIDENTIAL BUILT UP AREA: 1328 SQM
TOTAL BUILT UP AREA: 14173 SQM

SITE PLAN FOR ESTIMATE
ARCHITECTURE
Please check the thickness of slab (Hosing ESIC comment) specify - Reinforcement per cubic meter required for the following:

- Footing slab
- column
- chajja
- beam
- lintel

GUARD ROOM - 1

GUARD ROOM - 2

VIEW OF BOUNDARY WALL - A

Typical detail of railing

15 mm groove in plaster

solid column
12X3 mm Dia

40X4 mm M.S flat

25 mm sq bar
50X5 mm M.S Plate

Brick wall

BOUNDARY WALL

DETAILS

ARCHITECTURE

FOR ESTIMATE
FOURTH FLOOR PLAN

AREA : 2200 SQM
THIRD FLOOR PLAN

AREA: 2200 SQM
FIRST FLOOR PLAN

AREA : 2023+779 = 2802 SQM
THIRD FLOOR PLAN
AREA : 2200 SQM

NOTES:
1. ALL DIMENSIONS ARE IN MM.
2. DEPARTURES IN DIMENSIONS OR OTHERWISE SHOULD BE BROUGHT TO THE NOTICE OF THE CONSULTANT BEFORE STARTING THE WORK.
3. THE DRAWING SUPERSEDES EARLIER DRAWING.
4. THE DRAWING SHOULD BE READ ONLY AND NOT TO BE REPRODUCED.

CLIENT:
ESIC

EXECUTIVE AGENCY:
ENGINEERING PROJECTS (INDIA) LTD.

PROJECT CONSULTANTS:
ENARCH Consultants Pvt. LTD
CONSULTING ENGINEERS, PLANNERS & ARCHITECTS
B-66, SECTOR-63, NOIDA - 201301 (UP)
EMAIL: ENARCHEN@REDIFFMAIL.COM, ENARECHEN@GMAIL.COM

PROJECT:
100 BED ESIC HOSPITAL AT BHILAI, CHHATTISGARH
HOSPITAL BLOCK
(G+4)
FOR TENDER
THIRD FLOOR
ARCHITECTURE
FOR TENDER

RENOVATION & REHABILITATION

PRODUCED BY AN AUTODESK EDUCATIONAL PRODUCT
ASHISH: Please check the thickness of slab (Housing ESIC comment)

specify - Reinforcement per cubic meter required for the following:
- Footing slab
- column
- chajja
- beam
- lintel

GUARD ROOM - 1

GUARD ROOM - 2

VIEW OF BOUNDARY WALL - A

15 mm groove in plaster

Typical detail of railing

solid column 12x3 mm Dia

12x3 mm Dia

40x4 mm M.S flat

25 mm sq bar

50x5 mm M.S Plate

Brick wall

BOUNDARY WALL DETAILS ARCHITECTURE FOR ESTIMATE

STAMP:

NOTES:
1. ALL DIMENSIONS ARE IN M.
2. DISCREPANCIES IN DIMENSIONS OR OTHERWISE SHOULD NOT BE BROUGHT TO THE NOTICE CONSULTANT BEFORE STARTING THE WORK.
3. THIS DRAWING SUPERcedes EARLIER DRAWING.
4. THE DRAWING SHOULD BE READ ONLY AND NOT TO BE COPIED.