CABLE ROUTE FROM HTSS - 48 TO LTSS - 1 (CHP)

NOTES:
1. Sec Z -2 Proposed Cable Gallery.
2. Y - Y Cable laying through existing pipe line
3. Total cable from HTSS - 48 to 4 Nos. HT Cable for T/T
   4. Nos. HT cable for Hammer Crusher
   5. 2 Nos. Control Cable for T/T
   6. 4 Nos. Control Cable for Hammer Crusher
   8. 8 Nos. HT cable (50 x 185 sqmm)
   6. 6 Nos. Control Cable
   1. 1 Nos. Control Cable for HD Panel
NOTES:
1. 20% SPARE SPACE KEPT IN ALL CABLE TRAYSHOW IN THE DRAWING
2. GI EARTHING STRIP OF SIZE 50 X 6 SHALL BE LAID ALONG WITH THE CABLE TRAY AS PER REQUIREMENT
3. 70 WATT HPSV WELL GLASS FITTING SHALL BE PROVIDED AT 8 M INTERVAL IN CABLE GALLERY